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Job 1D : 08 Submission ID : 2008-064-00218
Sample Details @Qer Discharge
Comments :
2008-064-00218-017 UML Composite
Method Test Resuit
ASTM D4052 API Gravity 11.7
Test Temperature 18.56°C (60°F)
Density, g/mL 0.9883
ASTM D445 Test Temperature 50°C (122°F)
Kinematic Viscosity, ¢St 408.5
ASTM D2151 Test Temperature, ° F 122
Saybolt Furo! Seconds, sec 161.8
ASTM D4294 Sulfur Content, mass % 0.708
ASTM DI7 {IP 15) Pousr Point, ° F 48
ASTM D2709 Water and Sediment, % {v/v} £.200
ASTM D473 Sediment Content, mass % /vol % 0.06/0.03
ASTM D95 Water, % (viv) 0.10
ASTM D240 Gross Heat of Combustion, Mjikg 43.170
Gross Heat of Combustion Unit Conversion, BTUAL / 18560/ 10311.0
ASTM D482 Ash Content, mass % 0.0613
ASTM D5184 Method B Aluminum, ppm {(mg/kg) 102
Siticon, ppm {mg/kg) 127
ASTM D5863 Methed B Sodium, ppm (mg/kg) 7.8
Vanadium, ppm (mg/kg) 9.8
ASTM D5762 Nitrogen, ppm (ug/g) 2275
IP 143 Asphaltenes, % (m/m) 3.2
ASTM D188 Carbon Residue, mass % 5.44
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Raul Pons, Laboratory Technician

2 William Street, Cheisea, Massachusetts 02150 Ph: 817-888-6515 Fax; 617-889-6311




